From: Eddie Rodriguez

To: Valerie Greear; Tom Talley
Cc: "Eddie Rodriguez"
Subject: Bi product water storage holding tank
Date: Monday, November 8, 2021 9:24:53 AM
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Good Morning Valerie/Tom,

Attached is water testing for the second half of October.
Thanks

Eddie

Eddie Rodriguez
Partners Produce, Inc.

(208) 642-1200 Office | (208) 371-6262 Cell |

partnersproduce@srvinet.com | www.partnersproduceinc.com |
2176 NE 21st Ave | Payette, ID 83661
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Analytical Laboratories, Inc.

1804 N, 33rd Street Date Repont Printed: 117372021 7:25:22 AM
Boise, Idaho 83703 http://www.analyticallaboratories.com
Phone (208) 342-5513 These test results relate only to the items tested.

Laboratory Analysis Report
Sample Number: 2156867

Attn: EDDIE RODRIGUEZ Collected By:
PARTNER'S PRODUCE, INC Submitted By:
2150 NE 21ST AVE

PAYETTE, ID 83661 Source of Sample:

BIPRODUCT WATER STORAGE HOLDING TANK
Time of Collection: 11:00

Date of Collection:  10/21/2021

4

Date Received: 10/21/2021

Report Date: 11/3/2021

Ficld pH: Lab pH: PWS#:

Field Temp: Temp Revd in Lab:  12,5°C PWS Name:

Analysis Date '
Test Requested MCL Result Units MDL  Method Completed Analyst,
Ammonia Direct (as N) 40.1 mg/L 004  EPA3501 107282021 JPH
Nitrate (as N} 94 mg/L 0.2 EPA 300.0 10/21/2021  NC
Nitrate + Nitrite (as N) 7.93 mg/L 0.02 EPA 353.2 10/25/2021  JPH
Nitrogen, Total Kjeldahl {TKN) 185 mg/L 0.10 EPA 351.2 10/27/2021 DS
Ortho Phosphate (as P) 27.7 mg/L 0.05 EPA 365.1 10/22/2021 LW
Total Nitrogen 193 mg/L 0.10 Calculation 117212021 DS
Total Phosphate (es P) 48.9 mg/L 0.05 EPA 365.4 10/27/2021 DS
Chemical Oxygen Demand 13,400 mg/L 20 EPA 410.4 11/1/2021 JPH
Total Dissolved Solids 3,950 mg/L 25 SM 2540 C 10/27/2021 BDM
Total Suspended Solids 263 mg/L 2 USGS [-3765 10/22/2021 EH
Email: parinersproduce@srvinct.com VN _ w-S: 2|
Thank you for choosing Analytica! Laboratories for your testing needs.
MCL = Maximum Contamination Level If you have any questions about this report, or any future
MDL = MethodMinimum Detection Limit anatytical needs, please contact your client manager:

UR = Unregulated Page | of | Brian M. McGovem






